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Honeywell Residential (Elevator) Door Interlocks which may require cam 

replacement or entire switch replacement. 
 

Date: 12-12-2016 
 
Background 
 

In February of 2014, Honeywell issued a “Safety Notice” and subsequent follow up notice in April of that 
same year.  The safety notice alerted customers that, “…we have been made aware of instances in 
which excessive pull force has been applied to the Affected Products, resulting in a plastic cam failure 
which can pose a potential safety risk to the end user. Under normal operating conditions, the Affected 
Products do not pose a safety risk. We are taking this action out of an abundance of caution.”  Honeywell 
continues to offer free replacements on affected interlocks.  
  
The most likely place for these is on a Part V (residential) elevator installed in commercial applications. 
Inspectors are advised to look for them on periodic and acceptance inspections. 

 
• This is what the Interlock looks like; if the interlock is an RDI model and has the black plastic 
cam; it needs to be replaced with a metal (gray) one. 

 

 
 
• The location of the model number is illustrated here on the end of the interlock.  If the interlock 
model number is RDI2 iteration, the entire switch must be replaced.   
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• Determine if the cam or switch should be replaced (subject to the table below).    
 

 
  
 

• Provide the following phone number and or email information to the concerned party for 
Honeywell replacement parts center. The deadline for free replacements has technically passed, 
however, Honeywell is still making accommodations on a case by case basis.   

 
 

Phone:  815-232-2121, ext. 221 
E-mail:  Jill.mckenna@m45.com 

 
http://sensing.honeywell.com/ 


